


WHAT is ePlanning?

Electronic reporting application
used for the submission of
sampling plans and sample
locations in lieu of paper or email
submittals.

Designed in a way to guide
the user through the plan as
they enter in the data.




ePlanning

Please notice...

At this time, do not
submit plans through EN
Suite UNLESS requested

by DEP.




Purpose of the
WQP Sampling Plan

In the future — when the new rule
goes into effect,

all water systems—

regardless of whether they have
experienced lead and/or Copper action
level exceedances—

will be required to submit a Water
Quality Parameter (WQP) Sampling Plan.

Is required by the Lead and Copper Rule (LCR)

Currently this monitoring is conducted to verify that corrosion
control treatment (CCT) is being properly operated and maintained
following installation, in accordance with 40 C.F.R. §141.87.

For the majority of water systems that exceed the lead or copper
action levels, CCT constitutes the primary method for reducing lead
and copper concentrations within the distribution system.
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Or use the menu as shown in the next slides
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This will open the full menu
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Choose WQP Sampling Plan
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Using the 8 tabs

Not necessarily the same as the 8 sections in the current WQP Plan format.

» € Water Quality Parameter Sampling Plan

B [ open| K3 »
* @ PWS Info @ Section B @ Meonitoring Schedules @ Section C @ Action Plan Attachment @ Review Submission @
t Water System Contacts

License Operator
w

v

E |

Backup License Operator
B v
3

License Operator and Backup License Operator will be available in the drop-down list.



Tab 1 - PWS Info

General Water System Information
(Like Section 2 in the Existing Plan)

General Water System Information

Name & Adress of PWSID #
Water System

System Name

System Source Type

Ground Water (GW) [_] Surface Water (SW) [_] GW Under Direct Influence (GUDI) [_] SW Purchased [_] GW Purchased [_] GW Under Direct Influence (GUDI) Purchased

Total Population Served

26
Number of Service Connections System Size Under LCR @
2 (O Large () Medium (@ Small




Continue Tab 1

List of Sources & Treatment Facilities
(Like Section 2.b in the Existing Plan)

List of Sources and Treatment Facilities

Treatment Facility

« @ TPO01001

Facility Type

Facility ID (TP)

NGO TREATMENT PLANT
YSTREH NJ
Facility/ID #
TP 007001

Facility Details

Supplying Source(s)

v @ WL001001

+ Mew

=]



Continue Tab 1 - Treatment Facilities

Corrosion Control Used

Is Corrosion Control Used?

@ Chemical feed(s) operated for CCT o None

What Chemical fields are operated for CCT?

pH Adjustment Process/Chemical
[[] orthophosphate
[[] Blended Phosphate

[] silica

|:| Alkalinity Adjustment Process/Chemical

pH Adjustment Process/Chemical

soda ash

+ New

Wholesalers

+ New

Bulk Purchasers

+ New

Additional Corrosion Control Treatment Locations



Tab 2 —Section B

(Like Section 3. Distribution System Map)

@ PWS Info @ Section B @ Monitoring Schedules @ Section C @ Action Plan Attachment @ Review Submission @

Distribution Map @

Check all items listed below that are identified on the Distribution Map in Appendix A.

Required Map Elements If applicable

Entry Points to the Distribution System (EPTDS) (permanent and emergency)
St Tank:
Standard WQP Sampling Sites ~>lorage fanks

Alternate WQP Sampling Sites bkl FETRGIVA V] diEds IEL R M
Reduced WQP Sampling Sites [] pelineation of areas receiving no CCT or different CCT from seasonal EPTDS

[] Booster Stations with CCT
[[] Blow offs/flushing points

o o o o

[] pelineation of Pressure Zones



Continued Tab 2 —Section B

(Like Section 4. Sample Site Selection)

Sample Site Selection

Standard WQP Sites
Minimum Number Required @

1

- o [\ 07930-2051
o I . 07930-2051

2 Resuits |

+ New

Reduced WQP Sites

not applicable; residential and non-transient population = 500

Alternate WQP Sites
Minimum Number Required @

1

v o [ \J 07930-2051

| 1 Results |

+ New



Tab 3 - Monitoring SCh (Like Section 5 — Monitoring

Schedules & Required Analytes)

Monitoring Schedules and Required Analytes

Select the current monitoring schedule

O Initial WQP Monitoring & O Fallow-Up WQP Monitoring & @ Optimal WQP Monitoring &
Optimal WQP Monitoring

Optimal WOP Monitoring

Lacation Frequency Mumber of Sites Analytes Optimal Minimum Value {mg/L) pH Mazimum

EPTDS Every 14 days

[ Atkalinity

[ caicium

D Orthophosphate
[ silica

DS @ Standard: Twice within each 6-month monitoring period 2 pH 7
O Reduced number of sites twice within each &-month monitoring period
o Reduced number of sites twice within Annual

(C) Reduced number of sites twice within Triennial [ mikalinity

[ calcium

[] orthophosphate

[ silica



Tab 4 — Section C

Sa m ple COlleCtion 4 D PIWS Info @ il @ e W @ Action Plan Attachment @ Review Submission @
An a I.yS i S, & Re p () rti ] g Sample Collection, Analysis, and Reporting

(Like in SeCtion 6.a) Sample Collection & Analysis

O A Certified Lab collects and analyzes all WQP samples O The Licensed Operator has his/her own Lab certification for analysis of the following WQPs

An Approved Party collects and analyzes all WQP samples

Approved Party Contact

|:| The Approved Party is not a Licensed Operator

Salutation First Name M.1. Last Name
Company Title Email

1 Licensed Operator I
Phone Mobile Fax

_ 000-000-0000 000-000-0000

License Number

Alternative Contact

+ New



Continued Tab 4_ SeCtion C Approved Party Sample

Collection Procedures

Approved Party Sample Collection Procedures

o Remove aerator
o Fully flush tap (minimum of 30 seconds)
o Make observations about color, suspended solids, and flushing time on Chain of Custody

|:| We collect calcium samples in addition to other WQP samples; therefore, two 500 mL sample bottles will be filled at EFTDS and DS sites.
|:| We collect silica samples; therefore, plastic sample containers will be used.

Approved Party Sample Analysis Procedures

The following required WQPs will be analyzed in the field

temperature pH

The following EPA methods/instrumentation will be used for analysis

pH (in field) temperature (in field) [] alkalinity

[] conductivity
[] calcium [[] orthophosphate [] silica

Description for Analysis Method (pH)

Description for Analysis Method (temperature)



Sample Reporting
(Like Section 6.b)

Continued Tab 4- Section C

Sample Reporting

check all that apply

|:| Our certified lab will submit WQP results electronically via E2

Our Approved Party will submit WQP results on the WQP Monitoring Report Form for Approved Party by emailing it to watersupply@dep.nj.gov . This form, along with instructions, can be found at
http://www.nj.gov/dep/watersupply/dws-sampreg.html .

|:| A continuous analyzer is used for compliance monitoring of WQP data; therefore, the average for each day (24 hours period) will be inputied onto the WQP Monitoring Report Form for Approved
Party.

Our Licensed Operator will submit the daily chemical dosages for CCT chemical feeds on the Monthly Operator Report within 10 days following the end of the month in which the data was
collected.



Tab 5 —ACtiOn Plan Use of an Emergency EPTDS

(Like Section 7.a)

@ PWS Info @ Section B @ Monitoring Schedules @ Section C @ Action Plan Attachment @ Review Submission @

Action Plans

Use of an Emergency EPTDS (i.e., treatment plant, interconnection)

|:| We do not have any emergency EPTDS
[] if an emergency source is used at any time, we will contact the NJDEP within 6 hours of emergency and within 5 working days prior to undertaking any planned change in treatment and/or use
of an emergency source.

|:| If an emergency source is used at any time, we will contact bulk purchasers within 6 hours of emergency and within 5 working days prior 1o undertaking any planned change in treatment and/or
use of an emergency source, or in accordance with contractual obligations.

|:| If an emergency source is used for 30 or more consecutive days, we will Conduct WQP monitoring at the emergency EPTDS (listed in table 1b) and within the impacted distribution system area.

Action Plans

Use of an Emergency EPTDS (i.e., treatment plant, interconnection)

We do not have any emergency EPTDS



Monitoring & Reporting (M&R) Violations

COntinued Tab 5 — ACt|On Plan Single Excursion Check

(Like section7.b & 7.c)

Monitoring and Reporting (M&R) Violations

o We will notify NJDEP within 48 hours after the system learns of monitoring violations.
o We will implement Tier 3 public notification requirements and submit a copy of public notice and Public Notice Certification within 10
days of issuance to NJDEP.
. [ ] We are a CWS and will incorporate the Tier 3 public notice into our Consumer Confidence Report

o We will ensure sample collection from minimum number of required sites in subsequent monitoring periods.

Single Excursion Check

|:| We are not on optimal monitoring

o

Management and supervisors will be made aware of the issue immediately.

A follow up sample will be collected immediately to confirm the issue.

A review of treatment operations and/or distribution operations.

Calibration of equipment will be reviewed and/or conducted.

Repairs/optimization of operations based on findings of evaluation.

Sample collection immediately following any changes to optimize treatment and/or distribution system.

o

o

o

o

o
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o o o 0o

Treatment Technique Violation
(Like Section 7.d)

Continued Tab 5 — Action Plan

Treatment Technique Violation

[ ] Check here if not applicable (i.e. not on optimal monitoring)

We will implement the following once on optimal WQP monitoring

Report the violation to NJDEP within 48 hours of becoming aware of the violation.

Deliver a Tier 2 public notification to your customers within 30 days of becoming aware of the violation.

Submit the Public Notice Certification Form (BSDW-53) and a copy of the Tier 2 Public Notice materials to the NJDEP within ten days of
implementing the public notice requirements.

Review of treatment and/or distribution operations and perform calibrations of equipment.

Submit a remedial measures report to the NJDEP within 30 days of becoming aware of the violation that outlines the evaluation steps
taken, findings, and remedial actions taken.

Return to standard WQP tap monitoring (every 6-months at standard number of sites).

Return to standard Lead and Copper tap monitoring (every 6-months at standard number of sites).

Update the WQPSP and Lead and Copper Sampling Plan

[ ] other



Tab 6 - Attachment

(Like Appendix)

{i} PWS Info 'iéj' Section B [é} Monitoring Schedules {E} Section C [E} Action Plan {E} Attachment (i} Review {E] Submission @

Instruction 4

When uploading an attachment, first click the file record and select a document type option for the uploaded file. If you want to mail the documents to the

authorized agency, please navigate to the Review tab and use the "Mail To" checkbox.
& ** Files Names ($)

v © ,L _ WQP Sampling Plan rev 7.2025 - Sample.pdf

LPDF_ | Doc Type ‘ Map/Schematic |

N 2 = _Set OWQCP Values.docx

DOC

|' Doc Type ‘ NJDEP Letter Designating Optimal Values |

| 2 Results

&> Click to Upload or Drag Files Over Here

File Infof Updated Date (%)

m[PDF

2,007 KB || 05/11/2026 |

m | bocx

303 KB || 05/11/2026 |




Tab 7 - Review

@ PWS Info @ Section B @ Monitoring Schedules @ Section C @ Action Plan @ Attachment 1:5} Review Submission @

Please review your submittal info and any attachments provided.
If needed, please click on the Basic Info Tab or Attachment Tab to make changes to your submission.

Submittal Form(s) Summary

Click on the print icon ( @ ) to view/save/print the submittal data entry form.

v PWS Info

+/ Section B

+/ Monitoring Schedules
v/ Section C

+/ Action Plan

Mandatory Attachment Uploaded Attachment

All required attachments were included. _— WQP Sampling Plan

rev 7.2025 - Sample.pdf
Map/Schematic

] select All Mail to | PDF |[ 2,007 kB |

=-. 1407313_36146432_Set OWQCP

Values.docx
NJDEP Letter Designating Optimal
Values

[Docx | 303kB |




Tab 8 - Submission

o) o
@ PWS Info @ @ Section B @ @ Monitaring Schedules @ @ SectionC @ @ Action Plan @ Attachment @ @ Review Submission @

Please check the reguired fields on the form.

Certification Statement

|, as the Responsible Officer or delegated by the Accounting Officer, declare that the information provided in this application or attached to the application is, to the best of my knowledge, in all respects factually true and correct. | am aware that the supply of false or misleading
information in the application form is a criminal offence.

[] 1 have read and agree to the above certification statement

D Required.

PIN Mumber

PiM

D Required.

[] Show PIN

Security Precautions

To prevent your information from being used inappropriately, we maintain stringent system safeguards as well as physical and administrative protection. In addition, the security safeguards are also powered by VeriSign's Certificates and Authorize. NET's PG| compliant processes. Once
we provide you with a password, you are responsible for maintaining the confidentiality of the password. Please note that access to these links, irrezpective of the iszuance of the User ID and Password, may be terminated by our dizcretion at any time.

Disclaimer

The system, itz agencies, officers, or employees protect your confidential information. However personally identifiable information privacy is a new and evolving area, and despite dedicated efforts, some mistakes and misunderstandings may result. The visitor proceeds to any external
sites at their own risk. The development company specifically disclaims any and all liabilities from damages which may result from accessing the website, or from reliance upon any such information.




Once clicking
submit the
following

window will
open confirming
the submission.

r

m ‘ Complete Submittal ‘

| Q Submission Successful!

Confirmation of Submittal: 1. Your application has been received and will be reviewed shortly. 2. Check your account, email and text message for system notification at various mile stones.

Please click 1o print your receipt

Submittal Summary

Submittal RID: @

Submitted Date: ‘ 06/23/2026 3:35:23 PM

Submitted By:

Fee Detail

Payment Detail

Uploaded Attachment List

daily IFE and CFE Data Review Excel Sheet - Last Revised 11.16.2022 (TEST PHASE) - Copy -
Copy.xlsx

[xLsx|[26,772 kB

Submittal Form Info

Name: WQP - Water Quality Parameter Sampling Plan

Method: Online Submission

Certification

Statement: |, as the Responsible Officer or delegated by the Accounting Officer, declare that the
information provided in this application or attached to the application is, to the best of my
knowledge, in all respects factually true and correct. | am aware that the supply of false
or misleading information in the application form is a criminal offence.

Question: Not Applicable
Answer: Not Applicable
PIN Number: ki

RO:

Sender IP:

Mail-to Attachment List

2 =0 o)



You will also receive an automated email.

[EXTERNAL] [UAT] Submission Received

] ] ._I RE |‘o'- "f‘.{_'l
GovOnline@govonlinesaas.com © S :
To @ Carnicero, Carmen [DEP]

Iﬁjliljl We removed extra line breaks from this message.

Dear Carmen Carnicero:
This email serves to inform you that we have received your submission:
Submission Name: WQP - Water Quality Parameter Sampling Plan Submission ID: 89262 Submitted Date: 7/2/2026 2:47:42 PM Submitted By: Carmen Carnicero

Thank you for using the EN Suite System!
If you have any questions, please contact EN Suite help center.

Regards,
EN Suite System



And the plan will be added to your Dashboard under Submitted Submittals

&« Submitted Submittals ® D I €N camen

Q search & ©1~10f10
Insights
RID () » PWSID

Criteria . . i (= . r : P
n Dashboard Submittal Site () + Submitter 5) @ N Eni‘i‘r:':r":t:r:;‘ﬁ:t;-rsst @ Status &) ‘sg::';ﬁ’ g::‘i E:k s Permit# (5) + Action &)
Views summary of work progress. - = + Extra
Keywords [0]
WQP - Water Quality Parameter Sampling 07/02/202 -
Filter bmittal RID, Site RID, PWSID, Site/Property Name M Plan gﬁl;nrrli:;ta? 07/02/2026 QR =i 0 O
| Start New Submittal ress, Site Identifier ] Carmen Carnicero New
* Create new submittals. %~
. =
‘ Pending Submittals Submitted Date i
Edit unfinished submittals. "
Submitted Submittals - 01-~1
; B ~1of1 ©
. Monitor submittal status Submittal Type o
I Upcoming Obligations +
Submiit compliance reports.
Submission Method
B  Paper submission
Permits/Licenses/Certificates ) | 2 | online submission
Track permits or licenses. -
In t E
WHilltias dicator
. . . #  Revision Request
1 Lead Service Line Inventory 0 q
* Track lead service lines. D B  Amend Request
) D B Withdrawal Request
Settings
&l - [
= My Account
Change account information. Correspondence [m]
[] 2 Unclosed
D A Authority Unread
[] & PpublicUnread
Corresponding Date il




State of Nefw Jerse

PHILIP D. MURPHY DEPARTMENT OF ENVIRONMENTAL PROTECTION
GOVERNCE. Mail Code 401-04Q
Division of Water Supply & Geoscience 2
TAHESHAL WAY Water System Operations Element Pl PP
LT. GOVERNOR. Bureaun of Water System Engineering L
401 E. State Street - P.O. Box 420 & ey,
Trenton, New Jersev 086250420 Sy, it

Tel #: (609) 202-2957 - Fax #: (609) 633-1495
https:/iwww.nj.gov/dep/watersupphy/

RE: Water Qualitv Parameter Sampling Plan Approval & My

Technical

®, ° s The New Jersey Department of Environmental Protection, Bur
D efl C I e n C I e S a n d has completed a technical review of your Water Quality Parar
July 9. 2025. Based upon this review, the submitted Plan har
compliance with the requirements of 40 CFR. 141.80-91.

L]
A rova lS W I l l This Plan is approved for 7 (seven) years from the date of
must be submitted to the Bureaw 90 days prior to the apy
b e The remaming content of this letter cutlines the condit’

1. The Plan must be signed by the water system ow
signature page mmust be maintained with the Plar 2a,

communicated T '

(hitps:/www_nj.gov/dep/ watersupply'water

L] LJ
Do not schedule entry point to the distribution ©
VI a e I I I a I . each month (e g.. 1st and 15th). A sample mmst be cow.

system, including seasonal entry peints to the distribution sysw. .' ¥ Ol
the bi-weekly monitoring period. The bi-weekly monitering perieds w. Ny Oty L Reey
start date of either January 1 or July 1* and are available for the next severa e 30

hitps://waw.nj. gov/dep/watersupply/dwe-lead-w html). The initial schedule star. .
Jamuary 1% or July 1%; however, the effective schedule start date may be the first date of any ve
weekly compliance period.




Many fields are auto populated and
other fields the data can be
selected from a drop-down box

as confirmation.

Plans will only display permanent
and active facilities, if there are
facilities missing from the drop

down option please reach out to
DEP for assistance.

Users cannot submit an incomplete
plan.

Downloadable PDF will be available
after submission.

ePlanning Specifics







ePlanning Contacts

Max Nolan Carmen Carnicero

Maximillian.nolan@dep.nj.gov Carmen.Carnicero@dep.nj.gov
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